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VOLUME OF THRUST
BLOCK IN CUBIC YARDS
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BEARING AREA OF THRUST BLOCKS
IN SQUARE FEET
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NOTES:

1. ABOVE BEARING AREAS BASED ON TEST PRESSURE OF 150 PSI AND AN ALLOWABLE SOIL BEARING STRESS OF 2000
POUNDS PER SQUARE FOOT. TO COMPUTE BEARING AREAS FOR DIFFERENT TEST PRESSURES AND SOIL BEARING

STRESSES, USE THE FOLLOWING EQUATION:
BEARING AREA = ( TEST PRESSURE /150 ) x ( 2000 / SOIL BEARING STRESS ) x ( TABLE VALUE )

2. ABOVE VOLUMES BASED ON TEST PRESSURE OF 150 PS| AND THE WEIGHT OF CONCRETE = 4050 POUNDS PER CUBIC
YARD. TO COMPUTE FOR DIFFERENT TEST PRESSURES, USE THE FOLLOWING EQUATION:

VOLUME = ( TEST PRESSURE /150 ) x ( TABLE VALUE)
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CROSS TEE WYE VERTICAL BEND
NOTES:
RODS FOR VERTICAL BENDS 1. CONCRETE BLOCKING TO BE POURED AGAINST
FITTING SIZE| ROD SIZE |EMBEDMEN UNDISTURBED EARTH.
19" AND | ESS 46 30" 2. ALL CONCRETE TO BE CLASS 3000 MINIMUM.
14"16" s 26" 3. INSTALL ISOLATION MATERIAL BETWEEN PIPE AND/OR
FITTINGS BEFORE POURING CONCRETE BLOCKING.

4. CONCRETE SHALL BE KEPT CLEAR OF ALL JOINTS AND
ACCESSORIES.

5. TIE RODS SHALL BE DEFORMED GALVANIZED COLD ROLLED
STEEL, 60,000 PSI TENSILE STRENGTH.
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